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ADDENDUM # 5 Questions and Responses Prior to 2/13/26 
 
 

Q1 Gavin Rowe Southland Contracting, INC.  
I just wanted to confirm the scope of work for the Gadsden County Hurricane Special 
Needs Shelter project. Based on our understanding, the project includes installing new 
doors and door hardware for two interior doors and two exterior doors, replacing and 
adding a total of 24 windows that meet hurricane requirements and installing motorized 
hurricane shutters at all windows. Also provide the associated electrical services for the 
shutters. 

Response 1: It was discussed that the incorrect version of the Design Specification, 
Electrical Specifications, and Engineering Study were posted or not clearly 
identified on County’s website.   The correct versions of these documents are listed 
below and clearly labeled and posted to the County website.   

Q2 Tara Erlinger at Holley Development Corp.  
Please clarify the full scope of work. All windows, all exterior doors and an automatic 
transfer switch?       If that is the case, the transfer switch may not be compatible with a 
generator purchased and installed in the future. Please confirm the full scope of work in 
this ITB.   

Response 2: Please see response 1 above.  The ITB scope of work is a summary and 
clearly states in section 3.1:  
“The specific retrofit includes, but may not be limited to, replacement of all windows and 
doors and ATS protection as indicated in Attachment 3. FDEM grant agreement F0100, Modification 
1, and Attachment 5. Engineering Drawings and Specifications.  

The contractor will execute the retrofit and hardening of the rear angled wings of the hospital, 
including protection for fenestration and openings (windows, doors, louvers, etc.) as per the design. 

 1. Structural Compliance: The design, certified by a Florida Licensed Structural Engineer, ensures 
roof and load path systems meet or exceed ASCE 7- wind load requirements, Risk Category IV, and 
Exposure C. 

 2. Wind and Impact Protection: Installations must meet Florida Building Code or Miami-Dade 
Specifications, with materials complying with ASTM E 1886, ASTM E 1996 (Level D or higher), and 
TAS 201, TAS 202, TAS 203 standards, as well as ICC 500 provisions. 

 3. Transfer Switch Installation: Install the transfer switch as specified in the design for backup 
power operation, in compliance with all regulations.” 

Q3 Tara Erlinger at Holley Development Corp.  
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We are writing with questions regarding this ITB and our concerns about what seems to be 
discrepancies in the ITB documents. We were hoping to have clarification about the scope 
of work when we first submitted our questions back on 1/21 and again on 1/27 when our 
questions were not addressed in the Addendum that was issued. However, without having 
clarification on the full scope of work and additional details before 2/17, we will not be able 
to prepare a proposal in time for the February 24th deadline. Therefore, as of now, we have 
these questions/items that need clarification: 

What is the full scope of work?   

In the ITB, on page 5 it states, "The specific retrofit includes, but may not be limited to, 
replacement of all windows and doors and ATS protection," however is there a door and 
window schedule providing the information on the size, type, spec of those items? 

In the ITB, on page 5 it states, "The specific retrofit includes, but may not be limited to, 
replacement of all windows and doors and ATS protection," however, on the Bid Form it has 
line items for concrete, steel reinforcement, masonry and additional electrical items. What 
is the full scope of work? 

In Attachment A, Budget and Scope of work, it discusses having doors, windows, louvers 
replaced where needed but, again, a door and window schedule does not seem to be 
included. Do you have those details? 

In Attachment A, Budget and Scope of work, it discusses not only a transfer switch but 
states, "Install and protect ATS for generator, including inside service to support host 
special needs. Security fencing, pads, and tie-downs are required." Is this part of the Scope 
of Work? 

In Attachment A, Budget and Scope of work, it discusses not only a transfer switch but 
states, "Install and protect ATS for generator, including inside service to support host 
special needs. Security fencing, pads, and tie-downs are required." Is this part of the Scope 
of Work? 

Is the bid due date being extended?     

Is there going to be additional time to ask questions?  
Response 3: Please see response 1 and 2 above.  The County has determined that it 
will extend the date to ask additional questions and the bid opening date will also be 
extended.  Please see Addendum #5 Schedule of Events. 
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Q4 Jordan Peeples at Cook Brothers Inc  
I want to check with someone on the documents posted regarding Addendum #3, I don’t 
see the revised Structural pages anywhere (only electrical). Can you let me know if I am 
missing something please.  

Response 3: Please see response 1 and 2 above.   

 

 


