Cadsden
' COUNTY

ADDENDUM #5 TO ITB: 26-07 CONSTRUCTION OF EMS -QUINCY FACILITY
Questions and Answers

ISSUED: April 6, 2026

This addendum is being issued to answer all questions and answers requested. There is also a
zip file under this addendum.

Zoosevelt Vowris elo

Roosevelt Morris
Acting Assistant County Administrator and Purchasing Director




RFl Responses

1-Mo electrical plans are provided. Please provide electrical plans to assist with the bid
process.

Plans provided

2-It shows the base under the asphalt to be 8" crushed concrete; can this be 8" of lime
rock base instead.

Yes, Lime rock base is acceptable.

3-It shows a TENSAR TRIAX GEOGRID to be placed between the subbase and base layer.
This is typically placed beneath the subgrade only if unsuitable material is encountered. |
did not see any soil report attached that would suggest the need of a Geogrid.

The geotechnical report indicates unsuitable soils and suggests the installation of a geogrid
in lieu of 18" undercut. Both the geogrid or undercut are acceptable which is why both
pavement details are provided. Please review attached geotechnical report for more
details.

4- RFI-01 - 7/8" LGM Hat channels will not carry gypsum board per detail 2/A1.1 which
occurs at a majority of the interior perimeter of the PEMB. At minimum, a 1-5/8"" LGM
framed chase wall clipped off to the PEMB structure (girts, etc.) is highly recommended. If
no response by the bid date (for competitive bidding purposes), we will price it per detail
2/A1.1. Please advise as soon as possible.

Detail 2/41.1 illustrates the walls construction in plan view. 7/8: Hat channels at 16" O.C. is
more than adequate to support 5/8" GWE.

5-RFI-02 — Please clarify interior gyp. finishes at the interior face of the areas which call for
Future Expansion (Ref ALT-1). If no response by the bid date, we will include Wall types P-1
and P-2 only. Gyp board (fin. L4) (Ref 2/A1.1) at the interior face of the PEMB and column
wraps shall be included in Alt-1. Please clarify this is correct for the final pricing.

PEMEB Column wraps are to be included as part of Alternate-1. Interior faces of partitions P1
and P2 are to be level 4.

6-RFI-03 — Please clarify wall types P2 and P3A (Mech room 103) are to be included as part
of ALT-1, not the Base Bid. Floor plan A1.1 is confusing. It shows the new walls, but no
designated wall type(s). Please advise.

Mechanical room 103 is to be included in Alternate-1

7-RFI-04 - Please clarify if mold-resistant is required in the Mechanical room #132, BIO
Storage #4108, Cascade fining #4019, Bunk Gear W&D #A110 and Bunk Gear Storage



RFl Responses

15-E0.1, note 25 states the fire alarm, cable television, & phone system isto
be provided by others. Fire Alarm shall be installed per NFPA 72 2013
Edition, etc. E5.1 shows the fire alarm riser which insinuates that the
electrical contractor is responsible for providing and installing.

Q1) Who furnishes and installs the fire alarm system?

EOR Response: The Fire Alarm system is to be installed by a licensed fire alarm contractor,
which is typical in this type of application.

J2) Who furnishes the cable tv and phone systems?

EOR Response: The cable TV and phone systems are to be installed by a low-voltage
contractor, such as a cable or telephone service provider, in accordance with their
standards and the end-user's specific requirements. At the time of design, the exact
requirements of the end-user were not yet finalized; therefore, the locations shown on the
drawings represent typical placements."

Q3) Is there a data system and who furnishes and installs it?

EOR Response: The data system is to be installed by a low-voltage contractor in
accordance with the service provider's standards and the end-user's requirements. Atthe
time of design, these specific requirements had not been provided; therefore, the locations
shown on the drawings are intended to represent typical placements

16-E3.0 - If Alternate 1 is rejected and Alternate 2 is accepted, panels LP2,
M2, P2, & P4 appear to be shown on the Alternate 1 build-out area.

Q) What happens to these panels if Alternate 2 is accepted and the building area is
reduced by removing the future expansion between gridlines 6 & 87

See revised floor plan for alternate-2 issued in addendum.

17-E2.0 & E4.1 - Site lights 51 & 52 are pole mounted site lights. The light fixture schedule
does not show a pole type nor pole height.

Q1) What kind of pole? Steel, aluminum, fiberglass?
EOR Response: Light pole detail will be added to the drawings.
Q2) Are these direct burial or mounted on a concrete base?

EOR Response: see answer to (Q1) above.
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